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Relay Base  60704A1-12   
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CR353EH3BA1C   
Contactor        
Assembly 

Auxiliary 
Common 
Terminal 

Auxiliary 
Common 
Terminal 
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NOTE:  16 AWG wires are 
RED.  Some are shown in 
GREEN and BLUE for clarity.  

C1 C1 C2 C2 

3 AWG Black 

3 AWG Black 

3 AWG Black w/ White Tape 

NOTE:   
 

L1 = HOT 1 
L2 = NEUTRAL 
L3 = HOT 2 

Connect Control 
Panel Wires to Lugs 

at T1, T2, T3 

Connect Shoreline 
Wires to Lugs at     

L1, L2, L3 

Connect Generator 
Wires to Lugs at     

L1, L2, L3 
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